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CATALINA T.I. @

CARILLON POINT BUILDING 2000

KIRKLAND, WA 98033

3RD FLOOR PLAN

FIRE ALARM SYSTEM

  

3RD FLOOR PLAN - CATALINA T.I.
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Lt. Chappell
10/09/2015

Must Remain On Site

Fire Inspectors - Smoke detectors are not required and installed
at request of building owner for some form of early detection.  All
smoke detectors must function correctly but numbers and spacing
may not be precisely to code.  As the reviewer, I am not making
comment on smoke detectors with regards to numbers or spacing.

                                                                              Lt. Chappell


